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NOTE:

SEE ARCHITECTURAL PLANS FOR EXACT LOCATIONS AND DIMENSIONS OF
PORCHES, RAMPS, VESTIBULE, SLOPED PAVING, TRUCK DOCKS, BUILDING
UTILITY ENTRANCE LOCATIONS AND PRECISE BUILDING DIMENSIONS.
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EXISTING
IRON ROD NEW CLEANOUT
IRON ROD OLD CATCH BASIN (SIZE VARIES-SEE PLAN)
IRON PIPE NEW GAS VALVE
IRON PIPE OLD GAS METER
SPIKE FIRE HYDRANT
FENCE WATER VALVE
CORRUGATED METAL PIPE TREES (SIZE VARIES-SEE PLAN)
IRON PIPE OLD FLAG POLE
SPIKE GUY WIRE
STORM MANHOLE WATER LINE
SANITARY MANHOLE GAS LINE
WATER METER OVERHEAD ELECTRIC
POWER POLE FENCE
LIGHT POLE SANITARY SEWER
PROPOSED
PROPERTY LINE/RIGHT OF WAY LINE

— GAS———  GAS SERVICE

— X"SS———  SANITARY SEWER SERVICE

—— UGE&T——  UNDERGROUND ELECTRIC AND TELEPHONE SERVICE

— X"W ——  WATER SERVICE

GENERAL UTILITY NOTES

A.

B.

ALL WATER LINES SHALL BE TYPE K COPPER WITH 36" MIN. COVER.
ALL SANITARY SEWER LINES SHALL BE SCH. 40 PVC WITH 36 MIN. COVER.

CONTRACTOR SHALL COORDINATE ANY DISRUPTIONS TO EXISTING UTILITY SERVICES WITH ADJACENT
PROPERTY OWNERS.

ALL ELECTRIC, TELEPHONE AND GAS EXTENSIONS INCLUDING SERVICE LINES SHALL BE CONSTRUCTED TO THE
APPROPRIATE UTILITY COMPANY SPECIFICATIONS. ALL UTILITY DISCONNECTIONS SHALL BE COORDINATED
WITH THE DESIGNATED UTILITY COMPANIES.

CONSTRUCTION SHALL NOT START ON ANY PUBLIC UTILITY SYSTEM UNTIL WRITTEN APPROVAL HAS BEEN
RECEIVED BY THE ENGINEER FROM THE APPROPRIATE GOVERNING AUTHORITY AND CONTRACTOR HAS BEEN
NOTIFIED BY THE ENGINEER.

PRIOR TO THE CONSTRUCTION OF OR CONNECTION TO ANY STORM DRAIN, SANITARY SEWER, WATER MAIN OR
ANY OF THE DRY UTILITIES, THE CONTRACTOR SHALL EXCAVATE, VERIFY AND CALCULATE ALL POINTS OF
CONNECTION AND ALL UTILITY CROSSINGS AND INFORM CEI ENGINEERING AND THE OWNER/DEVELOPER OF
ANY CONFLICT OR REQUIRED DEVIATIONS FROM THE PLAN. NOTIFICATION SHALL BE MADE A MINIMUM OF 48
HOURS PRIOR TO CONSTRUCTION. CEl ENGINEERING AND ITS CLIENTS SHALL BE HELD HARMLESS IN THE
EVENT THAT THE CONTRACTOR FAILS TO MAKE SUCH NOTIFICATION.

UNLESS OTHERWISE SHOWN, CALLED OUT OR SPECIFIED HEREON OR WITHIN SPECIFICATIONS: ALL WATER
LINE PIPE BEDDING SHALL BE INSTALLED PER DETAIL 42A. ALL SANITARY SEWER PIPE BEDDING SHALL BE
INSTALLED PER DETAIL 428B.

O

UTILITY NOTES

22A
23A
23E
23F
23J

27A
27C
31A

76A
768

POINT OF CONNECTION - WATER SERVICE (PER LOCAL CODES).

POINT OF CONNECTION — SANITARY SEWER SERVICE (PER LOCAL CODES).

SANITARY SEWER SERVICE ENTRY (PER ARCH. PLANS).

ADJUST MANHOLE RIM TO MATCH FINISH GRADE.

CONNECT TO EXISTING SANITARY SEWER MANHOLE.

POINT OF CONNECTION FOR GAS SERVICE (PER LOCAL GAS COMPANY REQUIREMENTS).

PROPOSED GAS METER.

LOCATION FOR THIS UTILITY AS SHOWN IS FOR DRAWING PURPOSES ONLY. CONTRACTOR SHALL VERIFY THE
EXACT LOCATION IN FIELD PRIOR TO THE CONSTRUCTION OF THE PROPOSED UTILITY LINE TO BE CONNECTED.
CONTRACTOR SHALL NOTIFY CEI ENGINEERING IF THE DESIGN AS SHOWN IS NOT ACHIEVABLE.
CONTRACTOR TO REPLACE DAMAGED GREASE TRAP TOP

CONTRACTOR TO COORDINATE WITH ELECTRIC COMPANY FOR RECONNECTING SERVICE LINE TO EXISTING
TRANSFORMER.
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UTILITY DETAILS

40C

SANITARY SEWER CLEAN-OUT.
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*Hardee’s

Only

Hardee's

makes no representations or warranties regarding the
suitability of the Plans for any specific restaurant

The original of the plan and specifications ("Plans”) are
on file at Hardee's Food Systems, Inc. ("Hardee’s”), 505

North 7th Street, Suite 2000, St. Louis, MO 63101.
location, nor shall Hardee’s or any of its subsidiaries or

affiliates (including, without limitation, Hardee's Equipmen

a Hardee's Franchisee, operating under an existing
Division), be responsible or liable as a result of the use

Franchise Agreement, may use the Plans.

ARCHITECTURE AND ENGINEERING DEPT.

ST. LOUIS, MO 63102

100 NORTH BROADWAY, SUITE 1200
PHONE: 314-259-6200

the Plans should be

is responsible for adapting the Plans for the restaurant
reviewed and adapted by appropriate licensed
professionals prior to beginning construction

of the Plans by any person or entity. Each Franchisee

the Franchisee plans to construct.

LOCATION:
650 GALLATIN

MADISON
TN
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